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3COPE OF WORK
A. General
This project entuil# an enginéering study of the feasibility

and precticality of using power driven movable shelving in the .

records storage factlity at tne NN
1 25X1A6a
25X1A6a I ::c irtention is to increase the volume of

usable storage space witﬁout increasing the size of the bullding.

B. Requirements o

l. The feasibilitﬁlstudy should result in a written report
with any drawings which @ay be used as a menegement tool in deter-
mining xke whether the ihstallation of power driven movable shelving

is the best mehtod of iﬂcreasing ¥ usable storage at this facility,

given the 1limitation that bullding enlargement is not to be considered. ~
2. If the answer fo 1 above is affirmative, the study and |
report shall cover all;gspects of the feasibility and precticality
. of using this shelving,?and shall include a construction cost
" estimate. The items tofbe considered Bhall Include, but not:be

limited to, the following: -

Of the aveilable types of motor driven movable
shelving, which one(s) is (are) best sulted to this particular
,7 ‘ hpplication? The occupant of the facility haa to date located

i
‘three suppliers, listed below: !
{
i

25X1A5af

H

|-

accomodate the additional weight of the added records 1n

A structufal analysis of the building's ability to

storage &8 well as the shelving.
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¢. An electirical power survey to determine the adegquacy
6f available power QQ supply the drive motors for the equipment.

d. An analysis of the effect, if any, on the HVAC system
in the bullding. |

1\ e- fn analysié of the safety aspects of the shelviﬁ;?\

]

. An evaluation of the control system for the shelving.

Is the simulteneous starting of several units by different
? Fat
personnel of suffitient improbability to preclude the design

of a special controi system to prevent this?
1 :

—

. g”%. An estimatefof the maintainability of the equipmeggi

- ; \
3. If the answer to 1 above is negative, the reasons for
this should be given as wéll as suggested alternatives, their

relative merit and their respective costs.

I ; - 4., The sutdy shall include a statement of the "state of |

19

Lt

he art" with respect'tg{efficient records storage. R |

e

|

e

5. Detailed requirements and information may be obtained
{25X1A6a . from the Post Enghneer ,JEEM Arrengements for preliminary meetings.

should be made with the Pbst Engineer.

6. Upon completion of the study, 12 copies with all supporting

! ;
- @axe date shall be submitted to the Commanding officar| il 25X1A6a

{
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